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Purchqsmg Department Purchasing Department
P.O.Box 9334
Baton Rouge, LA 70813
Phone: (225) 771-4580

Fax: (225) 771-2026
Addendum Number 3
January 29, 2021

Headhouse Renovations

Southern University and A&M College
Baton Rouge, Louisiana 70813

Bid # 10291 10:30 A.M. (CTS) February 11, 2021

(Note: Deadlline date to submit bid changed from February 4. 2021 to
February 11, 2021. Time remains the same.

The following modifications to the referenced project shall be incorporated into the original
specifications and/or plans. Unless a change is specifically made by addendum, the specifications
and/or plans as issued, shall govern.

Note: Vendors are required to acknowledge receipt of this addendum on
the Louisiana Uniform Public Work Bid Form

Attachments:
Clarifications/Responses
Orawing M-1.0

Dithne forfy

Linda A. Antoine-Director of Pu#chas/ing

www.subr.edu



ADDENDUM NO. 3

HEADHOUSE RENOVATION
B.A. Little Drive

Southern University and A&M College

Architects Project No. M19-003
For Owner: Southern University
Architect: Modus Inc. Architects and Planners

2300 Marengo street
New Orleans, LA. 70115

TO: All PLAN HOLDERS
Date Issued: January 29, 2021

This addendum modifies the original Solicitation Documents for the Project dated August 17,
2020 (Specifications/Drawings). The items in this addendum shall govern the work, taking
precedence over previously issued specifications and drawings governing the items mentioned.
Acknowledge receipt of this Addendum in the space provided on the Sealed Bid Form.

A. CHANGES TO DRAWINGS:

1. M-1.0 Mechanical Floor Plan

a) Reference revised sheet M-1.0 dated 1-17 for changes to supply duct.

Baton Rouge, LA

1. Revised Drawings:
Sheet Group Sheet Sheet Name or Description
Clarification Drawings M-1.0 Mechanical Plan
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B. REQUEST OF CLARIFICATION:

1. Atthe pre-bid, no one was allowed into the Growth Chambers. The note on
the plans indicate some work to be done in there by an authorized
manufacturer. Is this work to be included in our bid? If so can we get some
clarification on the scope of work?

On sheet A-0.1 refer to keyed notes master list, note number 11 delete the
statement saying “growth chambers to be serviced by authorized
manufacturer”

Contractor shall only bid on connecting existing growth chambers to sources
of water, power and drainage.

Manufacturer of growth chambers is Environmental Growth Chambers
(https.//www.egc.com/prod gc series.phpEGC.com

2. | have a request from one of the walk in cooler subs needing more details,
particularly dimensions. Could you provide additional information.
The dimensions of the three coolers are approximately (field verify):
12-8 5" x 12’-10”
5-1%"x12’-10”
5-3"x 17°0”

C. PRIOR APPROVAL:

Note: Acceptance of a particular manufacturer does not excuse that particular
manufacturer from meeting the plans and specification. Compliance with
specifications is the responsibility of the prior approval manufacturer.

1. Product Model
Natural Gas Generator MTU

2. Rockfon Acoustical Ceilings
3. Walk- In Coolers: Norlake Inc., Kolpak, American Panel

NOTE: DEADLINE DATE TO SUBMIT BID CHANGED TO FEBRUARY 11,2021 @ 10:30
AM.

END OF ADDENDUM NO. 3
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